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Initial Comments

Report of Biennial Construction Survey by Dennis
Harrell on 9-13-2016.

Information from the Master File and LTI
indicates that the facility was first licensed or
submitted for licensure on 07-12-2002, for 60
residents. Based on this information, we are
requiring the facility to meet the the 1996 Rules
for the Licensing of Adult Care Homes, applicable
portions of the 2005 Regulations for Adult Care
Home of Seven or More Beds, and the 2002
Edition of the North Carolina State Building Code,
Section 407.1 -Institutional Occupancy I-2.

Housekeeping-Maintained Free of Hazards

SECTION .0300 - PHYSICAL PLANT
10ANCAC 13F .0306 HOUSEKEEPING AND
FURNISHINGS

(a) Adult care homes shall:

(5) be maintained in an uncluttered, clean and
orderly manner, free of all obstructions and
hazards;

(e) This Rule shall apply to new and existing
facilities.

This Rule is not met as evidenced by:

Based on observation, the ice machine drain line
was installed level with the floor drain. Ice
machine drain lines that are not maintained at
least 2 inches above the floor or floor drain, as
required by Code, could cause the ice to become
contaminated.

Fire Safety-Rehearsals on Each Shift

SECTION .0300 - PHYSICAL PLANT
10ANCAC 13F .0309 PLAN FOR
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EVACUATION

(b) There shall be rehearsals of the fire plan
quarterly on each shift in accordance with the
requirement of the local Fire Prevention Code
Enforcement Official.

(c) Records of rehearsals shall be maintained
and copies furnished to the county department of
social services annually. The records shall
include the date and time of the rehearsals, the
shift, staff members present, and a short
description of what the rehearsal involved.

(f) This Rule shall apply to new and existing
facilities.

This Rule is not met as evidenced by:

Based on a review of documents, the only
records available onsite included no description
of what the rehearsal involved.

Building Equipment Maintained Safe, Operating

SECTION .0300 - PHYSICAL PLANT
10ANCAC 13F .0311  OTHER
REQUIREMENTS

(a) The building and all fire safety, electrical,
mechanical, and plumbing equipment in an adult
care home shall be maintained in a safe and
operating condition.

(k) This Rule shall apply to new and existing
facilities with the exception of Paragraph (e)
which shall not apply to existing facilities.

This Rule is not met as evidenced by:

Based on observation, corridor doors are
prevented from closing quickly and latching to
resist the passage of fire and smoke. Corridor
doors that do not close completely and latch
present the possibility that a fire that begins in
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one space can quickly spread to the corridor and
the remainder of the facility.

Findings include;

a. The doors to bedrooms 115, 214, 219 and 221
would not latch when closed.

b. The living room door was blocked from
closong quickly with furniture.

Unvented & Portable Elec. Heaters Prohibited

SECTION .0300 - PHYSICAL PLANT
10ANCAC 13F .0311 OTHER
REQUIREMENTS

(b) There shall be a heating system sufficient to
maintain 75 degrees F (24 degrees C) under
winter design conditions. In addition, the
following shall apply to heaters and cooking
appliances.

(2) Unvented fuel burning room heaters and
portable electric heaters are prohibited.

(k) This Rule shall apply to new and existing
facilities with the exception of Paragraph (e)
which shall not apply to existing facilities.

This Rule is not met as evidenced by:

Based on observation the facility failed to adhere
to the prohibition of portable electric heaters.
Portable electric heaters are a potential fire
hazard and as such could effect all occupants of
the facility.

Finding includes:

There was a portable electric heater found in the
Business office.
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